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1. Referonce contains one hundred sixtesn sepavate recom-
pendations dealing with the fire and sazfety situation here in

Many of these, however, are identical and represent
situations Tound in seversl diffsvent locations in the Buildimg.

2. ¥e propose in this mesorandum to indicste where we have
siresdy complied with a recamendation or where we plan to eomply
promptly, and also to explain why there will be a delay in comply-

ing or vhy we cannot comply with a suggestion made,

In this way

we¢ hope to assure All concernsd that attentlion is being directed
to the aress describad in Referance.

3. Our comments zre a3 follows:

a. We will cowply promptly
contained in paragraphs
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h, #c heve alrssdy complied with the recossendations
- listed in paraprophs

2
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c. The following paragraphs relate to emergency
lighting

ia
ib
4h

Comment: Althouph the provisions for emergency power
fin] |axe almost extraordinary, total pewer failave
is still possible., Therefore, we Jo plan to Install battery
operate.d emergency lights in the stairwells and as gulde lights
in the vauits, An adequate supply of portahle lanterns are
svellable irn our Security Sranch for emergency repair work in
the Annex,

B ic

{emmentt Security routinely inspects the budlding and
reporis dangsrous situations, These inspections will continue,

L. 35

Commont: We will invite the Office of Hedicel Services
to assist us in preparing a sultable 50P on this matrer,

f. 3
tomment: Goggles car be worn by perscnnel whiie setting

up the laser equipment for use, However, gogzles would inter«
fere with the oporaterts getting full henefit from using the

3
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equipment. Expert advice indicates that the risks are ninimsl.
Thus we will probably not insist on the use of goggles at all
times. Only experjenmced persenne] will operate the equipment.

8. 3¢
Conment: The equipment is mot located in z laser lak but

in rooms with other equipsent. Censequently weo cannot comply
readily with this recoomendation,

h. 4a

Comment: ¥e will do s]] wo can to kesp the ares free of
stored goods.

i. 4c

Comment: Ye will study this recommendation to ascertaia
1f a separate storsge bullding on the compound is feasible and
prectical.

5. Sz

Cosment: The cut-off switch will, if installed, so
ixpaiy the Somat operation that the mschine may as well not
be used. However, other safety devices ean and will be in-
stalied to obtain the same kind of safety without affecting
the Somat operation.

k. Ta
Yu

Comment: Extension cords sre illegal. If found to be
necessary, we will imstall extru receptacles,

1. iz
16

Corment: We will ask GSA to sbide by this recommendation.
This cleset is undsr their control.
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Comment: The situation described was tenporary and the
preblem in this arsa has been sliminated.

. We

Coeomment: Ne will seek sclutions to these problems with
Chief, Automated Information Division,

o. 218
i3z
45
31
54
56

Commont: The need to install sprinklers in sach of these
areas is presemtly wder study. Decisions will be forthcoming
soen,

P 2le

Comment: He will encourage empleyses to keep work areas
free of cables.

q. Fyit
27g

Comment: The print shop ares is being studied to make
operations there safer. A plan will be forthcoming soon.

r - 29‘
Fay

Conment: ¥We will seek advico from the Medics as to what
kind of medicament should bo available to treat chemicel burns,
and then make these svailsble, An ordinary medical kit with the
routine items in it will not provide sufficient first aid

cepabllivy,
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%. 33

Comment - Trash 1s scheduled for pick-up in this ares
dally. The employees nust put out the trash for the char-
force to pick uwp. Employeas will be instructed to comply
with this recommondation.

ti ss

Comment: Esployees will be instructed as recommended,

u. 38

Conment: Attempts will be made to comply though because
of overcrowding, lack of storage space, and the special pro-
blews of this bullding, it 1s doubtful thst more than ninfmus
standards can be =et.

Y. SZa

Comment: This 13 alsc being studied te determine hew
Lest to accorplish the recommendation.

w. 52b

Coument - ¥Ye have new bells on oxder to take care of
this problem,

Executive Director
Hational Photegraphic Interpretation (enter

5
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Mestribation:
tirig & 1 « Addrossee
1 - HPIC/TS3G/SSR/SE
| 7 - HPIC/ODIR
i 2 « HPIC/TSSG

25X1 NPIC/TSST 2¢ January 70}
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